Broward College

EVACUATION INSTRUCTIONS

- **R** - Rescue and relocate anyone in immediate danger
- **A** - Alert others by activating the building fire alarm
- **C** - Confine the emergency by closing the doors
- **E** - Evacuate immediately. Do not use elevators. Use Stairs.

1) Never use elevators to evacuate burning building
2) Note the posted Evacuation routes and follow to the nearest exit.
3) Go immediately to the designated assembly area and wait for further instructions.
4) Do not re-enter the building until emergency response officials have declared that it is safe to do so.

Emergency Assembly Sites are areas where building occupants assemble following an evacuation to await instructions and "all clear" notifications. The Campus has designated external designated meeting for Campus buildings. Designated Meeting Sites should be a minimum of 500 feet from the incident or the evacuated facility and should not block ingress or egress of emergency responders. It is also important for evacuees to remain on site until a complete roll call is taken by Campus Safety, Employee Supervisor or College Professor. The Meeting Sites are listed below

- Nearest Campus Parking lots - 500 Feet away from the danger
- Nearest Building Court Yards - 500 Feet away from the danger
- Nearest Campus Lawn Areas - 500 Feet away from the danger